Sub: Quotation for supply of 30KV 10KA Station type Lightning Arrestors for 33/11KV Quintamol Substation under the jurisdiction of Elect Sub Div-II Quepem and for 33/11KV Waddem Substation and 33 KV Xelpem Substation under the jurisdiction of Elect Sub Div-III Sanguem.

On behalf of The Governor of Goa, quotation for the below mentioned work as per the terms and conditions depicted in Annexure-I & II is invited.

**QUOTATION**

<table>
<thead>
<tr>
<th>Sr No</th>
<th>Description of materials</th>
<th>Unit</th>
<th>Qty</th>
<th>Rate in figures &amp; words in terms of Rs</th>
<th>Amount in figures in terms of Rs</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>30 K.V. 10 KA nominal discharge current. Metal Oxide gapless station class Lightning Arrestors conforming to IEC 60099 &amp; IS 3070 Part 3 1993 as amended upto date suitable for 33KV effectively earthed neutral system with necessary mounting arrangement and having connector suitable for connecting ACSR conductor with overall diameter upto 21mm. The marking of the Lightning Arrestors shall be as per I.S. The Acceptance tests and routine tests shall be carried out at the manufacturers works and test reports shall be furnished before supply of materials. The Department reserves the right to witness all the above tests.</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Total amount in Rs.</th>
<th>Add GST @18%</th>
<th>Grand Total in Rs.</th>
</tr>
</thead>
</table>

E.M.D. Rs. 2, 435/- (Rupees Two Thousand Four Hundred Thirty five only)

Last date & time of receipt of quotation: 14/05/2020 upto 15.00hrs.

Date & time of opening of quotation: 14/05/2020 at 15.30hrs.

All other Rules & Regulations in force shall be applicable.


Sealed quotation along with attached Terms and Conditions duly signed & super scribed on the top of envelop as "Quotation for supply of 30KV 10KA Station type Lightning Arrestors for 33/11KV Quintamol Substation under the jurisdiction of Elect Sub Div-II Quepem and for 33/11KV Waddem Substation and 33KV Xelpem Substation under the jurisdiction of Elect Sub Div-III Sanguem" should be inserted in the quotation box kept at office of the Executive Engineer, Elect, Dept., Div-VII (O & M) Curcheorim or should reach to this office by post/ courier service on or before Last date & time of receipt of quotation.

Name:
Signature:
Stamp of the Contractor:
Encl: As above

To,

Copy to:
1) The Superintending Engineer, Elect. Dept., Circle-1, Margao Panaji... For information.
3) The Divisional Accountant, Accounts Section, Div-VII, Curcheorim... He is requested to be Present on the day of opening.
4) The Sub-Divisional Engineer, Elect. Sub-Div- II/III, Quepem/Sanguem.
5) The Director of Information & Technology, Department of Information Technology, IT HUB, 2nd Floor, Altinho, Panaji-Goa... With a request to publish the quotation called by this office for supply of 30KV 10KA Station type Lightning Arrestors on Goa Govt. State portal by 30/04/2020. (E-mail sent to stateportal.govt@nic.in)